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REEL AND CEILING MOUNT

4 OFF BOLTS (BY OTHERS)
INTO CONCRETE SLAB ABOVE
(M10x1.5 GRADE 4.6 OR HIGHER)
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4 OFF MB8x1.25x35 BOLTS (GRADE 4.6 OR HIGHER)
(BY OTHERS) WITH PLAIN AND SPRING WASHERS
CONNECT FITTING TO SPECIAL MOUNT.
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MOUNTING HOLES : ¢12
4 OFF AT 9280 PCD

TOP—PLATE LAYOUT (1:4)

HEIGHT TO SUIT STRUCTURAL CEILING
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(AFFL) BOTTOM—PLATE LAYOUT (1:4) NOTE:
TO SUIT PLANET "PHANTOM 1) * HEIGHTS (AFFL) OF STRUCTURAL AND FALSE CEILINGS
|| MOUNTING PLATE TO BE LISTED FOR PLANET TO QUOTE FOR SUPPLY
OF SPECIAL MOUNT
2) INSTALLERS TO SUPPLY BOLTS SUITABLE FOR SITE CONDITIONS
—
B NOTE: CUT "CEILING TUBE" AS PER SECTION 4.1.3
= OF THE PLANET "PHANTOM INSTALLATION MANUAL"
3 SO THAT BOTTOM OF CEILING TUBE IS 2440mm AFFL.
~ (ABOVE FINISHED FLOOR LEVEL)
ALSO SEE °PHANTOM INSTALLATION MANUAL”
FOR WEIGHT DETAILS OF PHANTOM FITTING NOTE: ALL MEASUREMENTS IN MM




