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(M16x2.0 GRADE 4.6 OR HIGHER)
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HEIGHT ADJUSTMENT OF
+/-50mm. (SHOWN HERE

AT MIDPOINT/DESIGN POSITION)
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10mm STEEL
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CEILING CAVITY TO
ALLOW ACCESS FOR
WIRING AND FASTENING
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*FALSE CEILING
AFFL

RIMSA FITTING CONFIGURED
FOR MOUNTING HEIGHT OF
*FALSE CEILING AFFL + 300mm

(SHOWN HERE IN PHANTOM LINES) NOTE:

1) * HEIGHTS (AFFL) OF STRUCTURAL AND FALSE CEILINGS
TO BE LISTED FOR PLANET TO QUOTE FOR SUPPLY
OF SPECIAL MOUNTS

2) INSTALLERS TO SUPPLY TOP FIXING BOLTS SUITABLE
FOR SITE CONDITIONS

BOTTOM PLATE LAYOUT (1:5)
TO SUIT RIMSA P30E

10mm STEEL
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